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PANELBOARD "30-EQGLA’ PANELBOARD '30-EQGLB’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO NOTE:
1 |RECEPTACLE - TELECOM ROOM 12 | 1.2 | 20/1 SPACE 2 1 | VAV BOXES 12 | 1.0 | 201 20/1 | 0.80 | 10 |UNIT HEATERS 2 PROVIDE DOOR—IN—DOOR TYPE
3 |RECEPTACLE - TELECOM ROOM 12 | 1.2 | 201 * SPACE 4 3 | VAV BOXES 12 | 1.0 | 2071 * 20/1 | 0.60 | 10 |CABINET HEATERS 4 TRIMS FOR ALL PANELBOARDS
5 |RECEPTACLE - TELECOM ROOM 12 | 1.2 | 20/1 SPACE 6 5 | VAV BOXES 12 | 1.0 | 201 20/1 | 0.60 | 10 |CABINET HEATERS 6
7  |RECEPTACLE - TELECOM ROOM 12 | 1.2 | 20/1 SPACE 8 7 | VAV BOXES 12 | 1.0 | 201 20/1 | 0.40 | 12 |RECEPTACLES ELECTRIC CLOSET 8
9 |SPARE 20/1 * SPACE 10 9 |SPACE * 20/1 | 0.80 | 12 |RECEPTACLES ELEVATOR LOBBY 10
11 |SPARE 20/1 SPACE 12 11 |SPACE SPACE 12
13 |SPACE SPACE 14 13 | SPACE SPACE 14
15 | SPACE * SPACE 16 15 | SPACE * SPACE 16
17 | SPACE SPACE 18 17 | SPACE SPACE 18
19 | SPARE 20/1 20/1 SPARE 20 19 |SPARE 20/1 20/1 SPARE 20
21 |SPARE 20/1 * 20/1 SPARE 22 21 | SPARE 20/1 * 20/1 SPARE 22
23 |SPARE 20/1 20/1 SPARE 24 23 |SPARE 20/1 20/1 SPARE 24
25 |SPARE 20/1 20/1 SPARE 26 25 |SPARE 20/1 20/1 SPARE 26
27 |SPARE 20/1 * 20/1 SPARE 28 27 |SPARE 20/1 * 20/1 SPARE 28
29 |SPARE 20/1 20/1 SPARE 30 29 |SPARE 20/1 20/1 SPARE 30
31 | SPARE 20/1 20/1 SPARE 32 31 |SPARE 20/1 20/1 SPARE 32
33 |SPARE 20/1 * 20/1 SPARE 34 33 |SPARE 20/1 * 20/1 SPARE 34
35 |SPARE 20/1 2.0 36 35 |SPARE 20/1 20/1 SPARE 36
30/2 10 |RECEPTACLE - TELECOM
37 |SPARE 20/1 2.0 38 37 |SPARE 20/1 20/1 SPARE 38
39 |SPARE 20/1 * 2.0 40 39 0.40 * 20/1 SPARE 40
30/2 10 |RECEPTACLE - TELECOM EVAPORATOR 12 20/2
41 | SPARE 20/1 2.0 42 41 0.40 20/1 SPARE 42
VOLTAGE: 208/120V 3@, 4W PHASE A 4.40  |LOCATION: GROUND FLOOR VOLTAGE: 208/120V 3@, 4W PHASE A 3.20  |LOCATION: GROUND FLOOR
SIZE/TYPE BUS: 400A A..C.: 22,000 |PHASE B 3.20  |MOUNTING: SURFACE SIZE/TYPE BUS: 400A A..C.: 22,000 |PHASE B 2.80  |MOUNTING: SURFACE
SIZE/TYPE MAINS: MLO PHASE C 520  |FED FROM: EQBLA SIZE/TYPE MAINS: MLO PHASE C 2.00  |FED FROM: FQBLB
LUGS: FEED THRU SUB TOTAL (kva) 12.80  |REMARKS: LUGS: SUB TOTAL (kva) 8.00  |REMARKS:
PANELBOARD "30-GHA’ PANELBOARD "30-LSGHA’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO NO DESCRIPTION SIZE | Kva | SIZE B SIZE | Kva | SIZE DESCRIPTION NO
1 [LIGHTING - TOILET ROOM & LOBBY 12 | 2.07 | 20/1 20/1 | 3.208 | 12 [LIGHTING - OPEN AREA AND WORK AREA 2 1 |LIGHTING - OPEN AREA 12 8 | 20/1 SPACE 2
3 |LIGHTING - EXAM ROOMS 12 | 1.515 | 20/1 * 20/1 | 1.824 | 12 |LIGHTING - OPEN AREA 4 3 |LIGHTING - AISLE 12 5 | 20/1 * SPACE 4
5 |LIGHTING - CLINICAL TRIALS 12| 2.022 | 20/1 20/1 | 2.265 | 12 |LIGHTING - OFFICES 6 5  [LIGHTING - TOILET ROOMS & LOBBY 12 | 1.3 | 20/1 SPACE 6
7 |LIGHTING - CONFERENCE ROOM 12 | 1.895 | 20/1 20/1 { 2.320 | 12 [LIGHTING - OPEN AREA 8 7 |SPACE SPACE 8
9 |LIGHTING - AISLE COVE 12 1.922 | 20/1 * 20/1 | .85 | 10 |LIGHTING - EXTERIOR BUILDING WALL 10 9 |SPACE * SPACE 10
11 [LIGHTING - AISLE 12| 1.499 | 20/1 20/1 | .72 | 12 [LIGHTING - CANOPY 12 11 |SPACE SPACE 12
13 | SPACE SPACE 14 13 |SPACE SPACE 14
15 | SPACE * SPACE 16 15 |SPACE * SPACE 16
17 | SPACE SPACE 18 17 |SPACE SPACE 18
19 | SPARE 20/1 20/1 SPARE 20 19 |SPARE 20/1 20/1 SPARE 20
21 | SPARE 20/1 * 20/1 SPARE 22 21 | SPARE 20/1 * 20/1 SPARE 22
23 |SPARE 20/1 20/1 SPARE 24 23 |SPARE 20/1 20/1 SPARE 24
25 |SPARE 20/1 20/1 SPARE 26 25 |SPARE 20/1 20/1 SPARE 26
27 |SPARE 20/1 * 20/1 SPARE 28 27 |SPARE 20/1 * 20/1 SPARE 28
29 |SPARE 20/1 30/1| 6 10 | WATER HEATER EWH-2 30 29 |SPARE 20/1 20/1 SPARE 30
31 | SPARE 20/1 20/1 SPARE 32 VOLTAGE: 480/277V 3@, 4W PHASE A 0.80  |LOCATION: GROUND FLOOR
33 |SPARE 20/1 * 20/1 SPARE 34 SIZE/TYPE BUS: 100A A..C.: 22,000 |PHASE B 0.50  |MOUNTING: SURFACE
35 |SPARE 20/1 20/1 SPARE 36 SIZE/TYPE MAINS: MLO PHASE C 1.30  |FED FROM: LSBHA
37 | SPARE 20/1 8 38 LUGS: SUB TOTAL (kva) 2.80 | REMARKS:
39 |SPARE 20/1 * 40/3 | 8 8 |WATER HEATER EWH-1 40
41 | SPARE 20/1 8 42
VOLTAGE: 480/277V 3@, 4W PHASE A 17.49 | LOCATION: GROUND FLOOR
SIZE/TYPE BUS: 225A A.l.C.: 35,000 |PHASE B 1411 |MOUNTING: SURFACE
SIZE/TYPE MAINS: 225A-3P MCB PHASE C 20.51  |FED FROM: MPC
LUGS: SUB TOTAL (kva) 52.11 | REMARKS:
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